
   

COIL

TO CWR MAIN

(SEE PLANS FOR SIZES)

REDUCER

 (TYP.)

 1/4 ’’ O.D. TUBING

TO DRAIN PAN

DRAIN VALVE

HANGERS

FROM CWS MAIN

(SEE PLANS FOR SIZES)

AIR FLOW

DRAIN PAN

LOCATE UNDER

COIL AND VALVES

THERMOMETER

(0 -160  F. TYP OF 2)

NONE
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SCALE:

DETAIL NO.:

               MH5004 

CHILLED WATER COIL

CIRCUIT SETTER

ADJUST TO EQUAL GPM

THRU COIL AT DESIGN 

FLOW

T & P PORT

T & P PORT
WITH WELLS

STANDARD

15J 23.DGN    OLD FILE NAME:

BALL OR

GATE VALVE

(TYP.)

04/20/06 C

3 WAY VALVE, 2 WAY

VALVE MAY BE APPLIED

TO CWR IN LIEU OF 

3 WAY

2" & SMALLER BALL 

VALVE, 2-1/2" & LARGER 

BUTTERFLY VALVE 

2" & SMALLER BALL 

VALVE, 2-1/2" & LARGER 

BUTTERFLY VALVE 


